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@‘g UTILITY NOTES)

FLUSH WITH PROPOSED PAVEMENT ELEVATIONS, AND MANHOLES IN

SYMBOLS LINEWORK SYMBOLS LINEWORK THE LOCATION AND/OR ELEVATION OF EXISTING UTILITIES AS SHOWN UNPAVED AREAS TO BE 1” ABOVE FINISHED GROUND ELEVATIONS WITH
ON THESE PLANS IS BASED ON RECORDS OF THE VARIOUS UTILITY WATER TIGHT LIDS.
o SET TRON PIN FOUND RON PIN COMPANIES AND, WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE 1. ALL TRENCHING, PIPE LAYING, AND BACKFILLING SHALL BE IN
EASEMENT EASEMENT FIELD. THE INFORMATION IS NOT TO BE RELIED UPON AS BEING ACCORDANCE WITH FEDERAL REGULATIONS.
2.3 LIGHT POLE LIGHT POLE EXACT OR COMPLETE. THE CONTRACTOR MUST CONTACT THE 12. REFER TO BUILDING PLANS FOR SITE LIGHTING AND ELECTRICAL PLAN.
. POWER POLE CURB POWER POLE CURB APPROPRIATE UTILITY COMPANIES AT LEAST 72 HOURS BEFORE ANY 13, ALL MATERIALS, CONSTRUCTION, AND INSPECTION FOR WATER AND
- ELEPHONE PEDESTAL Ss LEPHONE. PEDESTAL ss EXCAVATION TO REQUEST EXACT FIELD LOCATION OF EXISTING SANITARY SEWER LINES SHALL BE PER THE SPECIFICATIONS OF THE
SANITARY SEWER LINE SANITARY SEWER LINE UTILITIES WITHIN THE WORK ZONE. APPROPRIATE AGENCY.
| TV PEDESTAL TV PEDESTAL — G G— CONTRACTOR SHALL NOTIFY THE UTILITY AUTHORITIES' INSPECTORS 72 14.  THE CONTRACTOR SHALL COORDINATE WITH THE FIRE DEPARTMENT AND
® VANHOLE oA LN G VANHOLE GAS LINE HOURS BEFORE CONNECTING TO ANY EXISTING FACILITIES. THE WATER COMPANY TO PLAN PROPOSED IMPROVEMENTS TO THE
SANITARY SEWER CLEANOUT W w CONTRACTOR SHALL COORDINATE. AND SCHEDULE TIE-INS/CONNECTIONS CONSTANTLY AVAILABLE T0 THE SITE. THROUGHOUT THE. PROVECT
° W SANITARY SEWER CLEANOUT WITH ALL UTILITY COMPANIES. :
A oAS METER WATER LINE WATER LINE (SPECIFY SIZE & TYPE) ALL UNDERGROUND LINES SHALL BE INSTALLED, INSPECTED, AND CONTRACTOR WILL BE RESPONSIBLE FOR ARRANGING ANY REQUIRED
e ToRM SEWER PIPE ot GAS METER uGT APPROVED PRIOR TO BACKFILLING. WATER MAIN SHUT-OFFS WITH THE WATER COMPANY DURING
GAS VALVE UNDERGROUND TELEPHONE CONSTRUCTION. ALL COSTS ASSOCIATED WITH WATERMAIN SHUT-OFFS
© oot waw T O oo P AL SSERY SSETIONS O/ CPEATS s PR S
Ufk—78 ——— fp———  Eemm I COMPENSATION WILL BE PROVIDED.
>4 WATER VALVE UNDERGROUND ELECTRIC WATER VALVE UNDERGROUND ELECTRIC ANROORCED BUILDING POSSESSION AND THE FINAL CONNECTION OF 15.  DAMAGE TO ALL EXISTING FACILITIES DESIGNATED TO REMAIN WILL BE
ore FIRE HYDRANT ASSEMBLY OHE Al ' REPLACED AT CONTRACTOR'S EXPENSE.
= AIR RELEASE VALVE OVERHEAD ELECTRIC i OVERHEAD ELECTRIC COMPANIES PRIOR 10 CONSTRUCTION, ADAUSTVENT, OR RELOCATION OF 16 CONTRACTOR SHALL REFER T0 ARCHITECTURAL PLANS FOR EXACT
" ety WATER METER UGTV UGTV EXISTING UTILITIES. ’ ’ LOCATIONS AND DIMENSIONS OF VESTIBULES, SLOPE PAVING,
FIRE DEPARTMENT CONNECTION - 0 o ND TELEVISION SPRINKLER HEAD UNDERGROUND TELEVISION THRUST BLOCKING SHALL BE PROVIDED AT ALL BENDS, TEES, AND FIRE SIDEWALKS, EXIT PORCHES, TRUCK DOCKS, PRECISE BUILDING
® VAT NETER ELECTRIC PEDESTAL oHTV OHTV HYDRANTS, 17, GENERAL CONTRACTOR SHALL BE RESPONSIBLE FOR ALL TAP AND TIE
A REDUCER OHTV OHTV 7. DIMENSIONS SHOWN ARE TO CENTERLINE OF PIPE OR FITTING. :
OVERHEAD TELEVISION = OROP INLET OVERHEAD TELEVISION 8. MINIMUM HORIZONTAL SEPARATION BETWEEN WATERLINES AND 82NL%%STIEE§U%%E2HQSB¥§H§II\?GS COSTS OF UNDERGROUND SERVICE
f N DROP INLET, GRATED INLET @ RIGHT OF WAY SANITARY/STORM SEWERS SHALL BE AT LEAST TEN FEET. WHERE 18, GENERAL CONTRACTOR SHALL PROVIDE ALL CONDUITS AS SHOWN ON
® OR JUNCTION BOX (SPECIFY RIGHT OF WAY o WATERLINES CROSS SANITARY/STORM SEWERS THE WATERLINE SHALL BE " THE PLANS. VERIFY LOGATION OF UTILITY TIE—INS. AND PROVIDE
— ON PLAN SHEET) - PLACED ABOVE THE SEWER WITH A MINIMUM VERTICAL SEPARATION, NYLON PULL CORDS INSIDE THE CONDULT ’
PROPERTY LINE OUTSIDE-TO-OUTSIDE, OF 18”. IF IT IS NOT POSSIBLE TO CONFORM TO 19.  THE CONTRACTOR SHALL INCLUDE IN BID PRICE THE DAILY RECORD
& VALVE TO REMAIN D e e O el UTILITIES, CONSTRUCTION STAKE-OUT, PREPARATION OF THE
STATIC PRESSURE: 102 PSI THE CONTRACTOR SHALL INCLUDE IN THE BID PRICE ALL MATERIAL AND NECESSARY/REQUIRED WATER AND SEWER RECORD DRAWINGS TO BE
FLOW: 1,377 GPM SUBMITTED, AND ALL OTHER INFORMATION REQUIRED FOR OBTAINING
LABOR ASSOCIATED WITH THE TESTING OF THE WATER AND SEWER :
PERMITS AND RELEASE OF BONDS.
LINES REQUIRED BY THE LOCAL AND/OR STATE AGENCIES.
X TOPS OF EXISTING MANHOLES SHALL BE RAISED AS NECESSARY TO BE
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